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1 General 

This document covers the installation, wiring and maintenance requirements for operating valve 

positioners (hereinafter referred to as this product) in potentially explosive atmospheres or combustible 

dust zones. Compliance with these requirements ensures that this product will not ignite the 

surrounding explosive gases. Hazards related to process control are not covered by this manual. 

 

Given that the installation of this product on specific actuators and valves generally does not affect 

its suitability for use in potentially hazardous gas or dust environments, relevant installation instructions 

are not elaborated in this document. For further details, please refer to the corresponding user manual 

if necessary. 

 

Warning! 

Failure to comply with the requirements set forth in this 

document may result in loss of life and property. 

 

Note: Please contact our to obtain the latest documentation. Updates are subject to change 

without prior notice. 
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Code Configuration Option Description Note 

e Explosion-proof 

0 Without explosion-proof  

1 Low temperature without explosion-proof  

E CCC Ex ia for gas  

P CCC Ex ia for gas & dust  

F IECEX or ATEX Ex ia for gas  

T IECEX or ATEX Ex ia for gas & dust  

L CCC Ex ia 
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Code Configuration Option Description Note 

relevant standards. The lightning protection rating is 10 kV / 5 kA 

6) If NCS is selected, note 3) can be disregarded 

7) The customer code is not related to explosion-proof 

 

2.2 Flameproof Type 

Model: MVP36abc – def – ghi – jkl - m 

Code Configuration Option Description Note 

a Device Type 

0 Standard integrated type 1) 

7 Standard integrated type w/o air manifold  

X Standard integrated type with bottom intake  

b Failsafe 
0 Failsafe reset (exhaust)  

1 Failsafe freeze (hold) 2) 

c Actuator 

L Linear actuator  

S Linear actuator with stroke less than 16mm 3) 

R Rotary actuator  

d Acting 
1 
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Code Configuration Option Description Note 

i Digital Output 
0 Without  

1 Electronic switches  

j 
Electrical/Pneumatic 

Connection Thread 

G M20x1.5 / G1/4  

N 
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5 Installation Requirements 

Installation and maintenance may only be performed by authorized qualified personnel. 

The classification of explosive hazardous areas, protection type, temperature class, gas group and 

ingress protection rating must comply with the data shown on the product nameplate, labels, and in 

this document. 

Cables and conduits shall comply with relevant local and national regulations. 

The rated operating temperature of the cables shall be at least 5°C higher than the expected maximum 

ambient temperature. 

All cables for electrical connections shall be equipped with a metallic shield and properly grounded. 

If the type of protection depends on the cable gland, the cable gland for the required type of 

protection must be certified. 

Certified for -40°C low ambient temperature. However, two temperature types are available: standard 

type (-30°C) and low-temperature type (-40°C), as detailed in the selection code.  

To ensure optimum performance, it is essential to ensure that the actual operating ambient 

temperature does not exceed the requirements indicated on the nameplate. 

Under normal operation, compressed air is discharged from the product into the surrounding area. 

Hazardous area assessment is the responsibility of the end user. 

Area ventilation and other safety procedures may be required to maintain a safe environment. 

Before installation, check the information on the product nameplate and ensure that the onsite air 

supply pressure and operating temperature do not exceed the ranges marked on the nameplate. 

When an aluminum alloy enclosure is selected, care must be taken during installation to avoid impacts 

or friction that could generate ignition sources. 

To avoid potential electrostatic discharge hazards, the guidance detailed in relevant explosion-proof 

standards must be followed. 

Only use the damp cloth to clean or wipe the equipment when there is no potentially explosive 

atmosphere around the product. The use of dry cloths and solvents is strictly prohibited. 

When installed in hazardous dust areas of Zones 20, 21 and 22, regular cleaning must be performed to 

prevent dust accumulation on the product surface. 

Before being put into operation, the product enclosure shall be securely installed and properly sealed 

to maintain reliable protection. 
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6 Electrical Connections 

Non-intrinsic safety equipment is prohibited from use in intrinsic safety systems. Intrinsically safe 

products must be used in Hazardous Zone 0. 

 

Only certified safety barriers that meet the intrinsic safety parameter requirements specified in this 

document shall be selected for use with intrinsically safe valve positioners. Field wiring shall comply 

with relevant local and national laws and regulations where installed. 

 

Hand-held operators may only be used in hazardous areas after being certified by a recognized 

authority, and their current output specifications shall comply with the requirements of relevant 

equipment. 

 

Cables meeting relevant explosion-proof requirements shall be used in hazardous areas, and electrical 

connections shall be made in accordance with applicable local and national laws and regulations of the 

installation site. 
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toward the ground shall be formed in the cable before it enters the cable gland, with its lowest point at 

least 10 cm below the inlet to prevent rainwater from running along the cable into the product. 

Modules 
Terminal 

Number 
Function Strip Length Suitable Wire Size Tightening Torque 

Mainboard 
1~2 4-20mA input 

6~8mm 26~14AWG 
Min. 0.4Nm 

Max. 0.6Nm 
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6.3.3 Electrical Connections 

The electrical connections of this module are shown in the figure below. Safety barriers are not 

required for non-intrinsically safe types. 

 

 

6.4 Digital Output Module 

6.4.1 Electrical Specifications 

The electrical specifications of this module are shown in the table below. 

Signal type NAMUR Power supply voltage ≤15.5VDC 

Output 

Status Output current 

High level (logic 1) ≥2.1mA 

Low level (logic 0) ≤1.2mA 
 

 

6.4.2 Intrinsic Safety Parameters and Safety Barrier Requirements 

This chapter applies only to intrinsically safe products. The intrinsic safety parameters and requirements 

for the connected safety barriers are shown in the table below. 

Positioner Safety Barrier 

Terminals Function Intrinsic Safety Parameters Requirements 
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7 Maintenance and Service 

Only authorized service personnel are permitted to perform repairs. 

Only genuine parts provided by our company or authorized and approved components may be used 

for onsite addition, replacement and maintenance. 

 

The following spare parts are available from our company: 

- Mainboard 

- Additional function module 

- Pneumatic module 

- Upper cover assembly 

- Base housing assembly 

- Pressure gauge block 

 

Warning! 

Risk of explosion. Replacement of parts may impair suitability for use in 

hazardous areas. 

Repairing or damaging the explosion-proof structure of flameproof products 

is prohibited. 

 

Please contact us for further technical support. 

Shenzhen Maxonic Automation Control Co., Ltd. 

Maxonic Building, No. 6 of Kejibei 3th road, North of high-tech industrial park, 

Nanshan district, Shenzhen city, 518057, China 

0755-86250388 

Info@maxonic.com.cn 

http://www.maxonic.com.cn 

mailto:Info@maxonic.com.cn
/
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